Johnson Screens SAND ANALYSIS
651-636-3300
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Job Name Blades, DE. Sample 1D, 032843.3 i
Localion River Rd. Analyzed byiEx. 4 CBIig51-638-

Briller Uni-Tech Drilling Date: 3/28/2013

Casing ¢ 6" Yield 150 GPM
Screen ¢ 6" Pipe Size SWL (it 15

Recommended Slot Size 20 Slot From 70' - 100'
Recommended Grave! Pack #1 Morie

Based exclusively on the samples provided by the contractor, a sieve analysis graph and suggested screen siot
size is provided as requested. Since numerous construction considerations and site circumstances influence
successiul well completion, Johnson Screens assumes no responsibility for final well performance nor awareness
of local regulations pertaining to well installations.

Prepared by, Ex 4CBI | Send Samples to 1950 Old Highway B, New Brighton, MN 55112
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Uni-Tech Drilling Co., Inc. WELL LL.D. | Logging Date: 03/2712013
‘ 61 Grays Ferry Road, Franklinville, NJ 08322 ; . .
@ JD ] Phone: (856) 694-4200 / Fax: (856) 694-4242 | Test Well Logging Speed: 20 R/min
,@,@é www.unitechdrilling.com Total Depth: 100 #
Project:  Blades, DE Bit Size: 61in UTD Job No.: 28953
Client: Town of Blades Fluid: Mud Technician: Ex4CBI
Location: Ex9WeIIS Casing: N/A Witness:
Depth
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&
PUMP TEST RECORD
Owner Town of Blades Well No. Pumping Well
Location | _Ex. 9 Wells_| Date 4713
City Blades State DE
Motor HP 10 Pump Make  Myers Pump Model Suction Depth 50
Airline Depth Pipe Size 4" Orifice Size  3x4 Temp or Perm  Temp
Well Depth 95 Diameter 6 Static 11.9 770, C.
Casing Length 65 Screen Setling  95'-65' Aguifer
TEST

Time Water Level Pump Pressure Orifice Pumping Rate Remarks

10:00 11.9 0 0 0 Start Test

10:01 18.7 13 151

10:02 18.7 13

10:03 18.5 13

10.04 18.5 13

10:05 18.7 13

10:06 18.8 13

10:07 18.8 13

10:08 18.8 13

10.08 18.8 13

10:10 18.85 13

10011 18.85 13

10:12 18.9 13

10:13 18.9 13

10:14 18.9 13

10:15 18.95 13

10:20 18.95 13 Adjustvalve to 13" was 12 4"

10:25 19.5 13

10:30 19.6 13

10:35 19.7 13

10:40 19.7 13

10:45 19.75 13

10:50 19.7 14 157 Flow came up to 14"
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Page_2 of 4 Project: Blades

Time Water Level Pump Pressure Orifice Pumping Rate Remarks
10:55 19.75 14 157
11:00 169.7 14 167
11:05 19.7 14 167
11:10 19.75 14 157
11:15 19.75 14 157
11:20 19.75 14 157
11:30 19.75 14 157
11:40 19.8 14 157
11:50 19.9 14 157
12:00 19.85 14 157
1210 19.9 14 157
12:20 200 14 157
12:30 200 14 157
12:40 20.05 14 167
12:50 20.05 14 157
1:00 20.05 14 157
1:10 201 14 157
1:20 2015 14 157
1:30 20.15 14 167
1:40 20.20 14 157
1:50 20.20 14 157
2:00 20.25 14 157
2:30 20.25 14 157
3:00 20.3 14 1567
3:30 20.45 14 187
4:00 205 14 157
5.00 205 14 157
6:00 2065 14 157
7:00 207 14 157
8:00 20.7 14 157
9:00 20.3 14 157
10:00 20.0 14 157
11:00 19.95 14 167
12:00 19.5 14 157
1:00 19.85 14 157 4/2/13
2:00 19.9 14 157
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Page 3 of 4 Project: Blades

Time Water Level Pump Pressure Orifice Pumping Rate Remarks
3:00 20.25 14 157
4.00 204 14 157
5:00 20.25

6:00 20.25

7:00 20.25

8:00 204

9:00 205

10:00 20.3

10:05 20.3 14 Shut down pump
10:06 136 0

10.07 13.2

10:08 13.15

10:09 13.14

10:10 13.12

10:11 13.11

10:12 13.09

10:13 13.085

10:14 13.08

10:15 13.075

10:16 13.01

10:17 12.95

10:18 12.95

10:19 12.94

10:20 12.94

10:25 12.9

10:30 12.85

10:40 12.84

10:50 12.78

11:00 12.72

11:10 12.65

11:20 12.61

11:30 12.60

12:00 12.50

12:30 12.51

1:00 12.49

1:30 12.48

2:00 12.47

2:30 12.46
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Page 4 of 4

Project:

Blades

Time Water Level Pump Pressure Crifice Purnping Rate Remarks
3:00 12.48
3:30 12.68
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PUMP TEST RECORD
Owner Town of Blades Well No. Observation Well
Location Ex. 9 Wells Date 4113
City Blades State DE
Motor HP Pump Make Pump Model Suction Depth
Aiine Depth ~ PipeSize =~ OrificeSize ~ Tempor Perm
Well Depth 100 Diameter 2 Static 12.8° ,r 0.C.
Casing Length 70 Screen Setting  100-70’ Aquifer
TEST

Time Water Level Pump Pressure Orifice Pumping Rate Remarks

10:00 12.5 0 0 0 Start Test

10.03 13.2

10:04 13.25

10:05 13.25

10:08 13.30

10:07 13.3

1008 13.35

10:10 13.35

10:11 13.37

1012 13.37

10:13 13.37

10:14 13.4

10:15 134

10:20 13.45 10:22 adjust valve to 13

10:25 136

10:30 13.7

10:35 13.7

10:40 13.7

10:45 13.6

10:50 13.6

10:55 13.65

11:00 13.65
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Page 2 of 4 Project: Blades
Time Water Level Pump Pressure Orifice Pumping Rate Remarks
11.05 13.65 14 157
11:10 13.7
1115 13.7
11:20 137
11:25 13.75
11:30 13.75
11:35 13.80
11:40 13.80
11:45 13.85
11.50 13.85
11.55 13.85
12:00 13.85
12:.05 13.85
12:10 13.85
12.20 13.9
12:30 13.9
12.40 13.95
12:50 13.95
1:00 13.85
1:10 14:00
120 14.05
1:30 14.10
1:40 14.10

1:50 14.15
2:00 14.15
2:30 14.20
3:.00 14.25
3:30 14.3
4:00 14.45
5.00 14.51
8:00 14.6
7:00 14.7
8:00 14.7
9:.00 14.2
10:00 14

11.00 13.8
12:00 13.7
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Page 3 of 4 Project: Blades
Time Water Level Pump Pressure Crifice Pumping Rate Remarks
1:00 13.65
2:00 13.9
3.00 14.15
4:00 14.35
5:00 14.45
6:00 14.55
7:00 14.35
8:00 14.3
8:00 14.4
10:00 14.4
10.05 14.4 Shut down pump
10.06 141
10:07 13.95
10:08 13.85
10.09 13.8
10:10 13.8
10:11 13.75
10:12 13.75
10;13 13.75
10:14 13.75
10:15 13.73
10:16 13.73
10:17 13.73
10:18 13.72
10:19 13.72
10:20 13.71
10:25 13.65
10:30 13.5
10:35 13.45
10:40 134
10:45 13.39
10:50 13.38
11.00 13.34
11:10 13.30
11:20 13.20
11:30 13.25
12:00 13.20
12:30 13.1

ED_005024_00000238-00010



Page 4 of 4

Project: Blades

Time Water Level Pump Pressure Orifice Pumping Rate Remarks
1:00 13.08

1:30 13.07

2:00 13.06

2:30 13.05

3.00 13.1

3:30 13.15
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Water Testing Labs of Maryland, Inc.

PO Box 4547
Salisbury, MD 21803

(P) 410-546-1318 thewaterlab@yahoo.com (¥) 410-546-5028

Unitech Sample ID: Blades Test Well
61 Grays Ferry Road Sample Source:  Blades Test Well
P.0. Box 407 Lab # 104/214/128/339
Franklinville, NJ 08322-0407 Date Collected: 4/2/2013
Time Collected:  9:30am-10:00am
Collector: FG 8671
Lab Report
Analysis Result Date Method
A
Turbidity, NTU 1.3 4/2/2013 EPA 180.1
T8S, mg/l <] 4/9/2013 SM 20 2540D
Settable Solids, mg/l <0.5 4/2/2013 EPA 160.6
C
pH, SU 5.6 4/2/2013 SM4500 H+B
Conductivity, micromhos/cm 127 4/2/2013 EPA 120.1
Temperature, degrees Celsius 15.5 4/2/2013 EPA 376.2
M.O Alkalinity, mg/l as CaCO3 3 4/16/2013 SM2320B
Alkalinity, ppm as CaCO3 3 4/16/2013 SM2320B
Hydrogen Sulfide, mg/l ND 4/2/2013
Free CO2, conditional 149 4/2/2013 SM 4500 C
Color, Pt Co <5 4/2/2013
Langelier Index -4.9 4/18/2013 Calculation
Foaming Agents, mg/} ND 4/2/2013 EPA 425.1
D
Aluminum, mg/l 0.0189 4/15/2013 EPA 200.9
Antimony, mg/l <0.002 4/4/2013 EPA 200.9
Arsenic, mg/l <(.001 4/14/2013 EPA 200.9
Asbestos, MFL <0.19 4/10/2013 EPA 100.2
Barium, mg/1 <0.5 4/11/2013 SM 3111D
Beryllium, mg/l 0.0006 . 4/42013 EPA 200.9
Bicarbonate, mg/1 CaCO3 3 4/16/2013 SM 2320 B
Cadmium, mg/l 0.0185 4/5/2013 EPA 200.9
Calcium, mg/l 4.3 4/11/2013 SM3111B
Carbonate, mg/l Ca CO3 0 4/16/2013 SM 2320 B
Chloride, mg/t 13 4/3/2013 SM 4500CIB
Chromium, mg/! <0.002 4/4/2013 EPA 200.9
Copper, mg/l <0.050 4/7/2013 SM 3111B
Cyanide, mg/1 <0.04 4/5/2013 SM4500CN-E
Fluoride, mg/l <f.1 4/9/2013 SM 4500-F-C
Lead, mg/l 0.0098 4/4/2013 EPA 200.9
Maghesium, mg/1 2.5 4/11/2013 SM 31118
Manganese, mg/] 0.10 4/7/2013 SM 31118
Mercury, mg/l <(,0002 4/8/2013 SM3112B
Nickel, mg/l 0.067 4/5/2013 EPA 200.9
page 1
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Water Testing Labs of Maryland, Inc.
PO Box 4547

Salisbury, MD 21803
(P) 410-546-1318 thewaterlab@yahoo.com (F) 410-546-5028

Unitech

61 Grays Ferry Road

P.O. Box 407
Franklinvitle, NJ

Analysis
D{continued)
Nitrate, mg/1
Nitrite, mg/1
Potassium, mg/1
Selenium, mg/]
Silica, mg/l
Sodium, mg/l
Sulfate, mg/l
Thaltium, mg/
TDS, mg/l

08322-0407

Total Hardness, ppm as CaCO3

Total [ron, mg/

Total Organic Carbon, mg/l

Uranium, mg/1
Zinc, mg/l
Regulated VOCs
S0Cs -

* ND=Not Detected
* MFL=million fibers per liter

Reported By:

Fenty

Ex. 4 CBI

Sample 1D: Blades Test Well
Sample Source:  Blades Test Well
Lab # 104/214/128/339
Date Collected: 4/2/2013
Time Collected:  9:30am-10:00am
Collector: FG 8671
Lab Report
Result Date Method
5.9 4/3/2013 EPA 353.2
<0.01 4/4/2013 HACH 8507
4.7 4/12/2013 H255
<0005 4/5/2013 EPA 2009
7.9 4/3/2013 HACH 8186
8.4 4/9/2013 SM 31118
5 4/2/2013 HACH
<0.001 4/15/2013 EPA 200.9
96 4/11/2013 SM 2540C
30 422013 EPA 130.2
<{,1 41412013 SM 4500D
<0.5 4/10/2013 SM 5310B
<] 4/12/2013 EPA 200.8
0.09 4/5/2013 SM3111B
SEE ATTACHED
SEE ATTACHED
Page 2
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Water Testing Labs of Maryland Inc.
PO Box 4547
(p) 410-546-1318 Salisbury, MD 21803 (f) 410-546-5028

thewaterlab@vahoo.com

Sample 1D:
Date Collected:
Date Analyzed:
Analyst:

Hame

Regulated Contaminants
Benzene

Carbon tetrachioride
a-Dichiorobenzene
p-Dichlorobenzene
1,2-Dichloroethane
1,1-Dichloroethene
¢is-1,2,-Dishlorosthene
trans-1,2 Dichloroathene
Dichloromethane
1,2-Dichlorepropane
Ethylbenzene
Monochlorebenzens
Styrens
Tetrachlaroathene
Toluene
1,2,4-Trichlorobenzene
1,1,1-Trichlproethane
1,1,2-Trichloroethang
Trichigroathene

Viny! Chioride

Tota! Xylenas
Trihalomethanes
Bromodichtoromethane
Bromeform

Chioroform
Dibromochloremethane
Unragulated Contaminants
Chicromethane
Bromebenzens
Bromachloromethane
Bromomathane
n-Butyibenzene
sec-Butylbenzene
tert-Butyibenzena
Chiorgethans®
o-Chiorotoluene
p-Ghigrotvluene
m-Dichlorobenzena
Dibromomethane
1,1,-Bichloroethane
1,3-Dighlorepropane
2.2.-Dichloropropane
1,3-Dighlaropropens
cis=1,3-Dichlorgpropens
trans-1,3-Dichloropropene
Dichlprodifiuoromethane
Hexachlorobuladiene
Isopropyibenzene
p-Isopropyliclusne
MTBE

Naphihalene
n-Propyibenzene
1,1,1,2-Tetrachlorcathane
1.1,2.2-Tetrachloroathane
1,2,3-Trichlorobanzene
Trichlorofiuoromethane
1.2,3-Trichloropropane
1.2,4-Trimethylbenzene
1,3.5-Trimsthylbenzene
p.m-Xylene

o-Xylene

Blades Test Well
4122013
442013

EJ

Resuit

ND
ND
HD
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
NO
ND
ND
NOD
ND
ND
ND
ND

ND
ND
ND
D

ND
ND
ND
ND
ND
WO
WD
NI
ND
ND
ND
ND
ND
ND
ND
WD
ND
ND
ND
ND
jiind
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND

Units

ppb
PPl
ppb
ppb
ppb
ppb
ppb
ppb
ppb
Ppb
ppb
ppb
pob
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb

pph
ppb
ppb
PRb

ppb
ppb
ppb
ppb
ppb
pRb
ppb
ppb
apb
ppb
ppb
ppo
ppb
ppb
Ppo
ppb
ppb
PRb
ppb
ppb
pob
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppR

Date Recelved:
Temperaturs Recaived {0);

RDL

0.5
0.5
0.8
0.5
0.5
05
0.5
0.5
0.5
05
0.5
0.5
0.5
05
0.5
0.5
05
0.5
0.5
0.5
1.5

0.5
0.5
05
05

05
05
0.5
05
0.5
0.5
0.5
4.0
0.5
0.5
0.5
0.5
05
08
0.5
05
05
0.5
05
05
0.5
0.5
0.5
0.5
0.5
0.5
o]
05
05
0.5
08
0.5
1.0
05

"Mote: The continuing calibration check exceeded the 30% drift for Chioroathane,

-
ND=Not Detected

41212013
NIA

Method

E£PA 5242
EPA 524.2
EPA524.2
EPA 5242
EPA 524.2
EPA 524.2
EPA 5242
EPA 6242
EPA 524.2
EPA524.2
EPA 5242
EPA 524.2
EPA524.2
EPAS24.2
EPAB24.2
EPA524.2
EPA 5242
EPA524.2
EPA524.2
EPAB24.2
EPAB24.2

EPA524.2
EPA 524.2
EPAB242
EPA 524.2

EPA 6242
EPA524.2
EPA524.2
EPA524.2
EPA 524.2
EPAS524.2
EPAS24.2
EPAS24.2
EPABR24.2
EPA524.2
EPA G242
EPA524.2
EPAG24.2
EPA 5242
EPA 524.2
EPA 5242
EPA 5242
EPA 6242
EPA 5242
EPA 8242
EPAS24,2
EPA524.2
EPA 524.2
EPA 524.2
EPA524.2
EPA 524.2
EPA 5242
EPAS24.2
EPA 524.2
EPA524.2
EPA G242
EPA524.2
EPA 524.2
EPA524.2

MCL

800
75

70
100

700
100
100

1000

70
200

10,000
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A.LS Enuironmental

34 Dogwood Lane s Middietown, PA 17057 » Phone: 717-944-5541 & Fax: 717-944-1430 » www.alsglobaltom

NELAP Certifications: NJPAGIO  NY 11758 , PA22.203 DoD ELAP A2LA 0818.01
State Certifications: CT PH-0224 , DEID 11, GA 914 MAPAD10Z , MD 128 , LA 041682 , VA 421, WY FPA Ragion B, WV 343

Apiit 18, 2013

i Ex.4CBI
Water Testing Labs-Salisbury
113 High Street
Salisbury, MD 21801

Certificate of Analysis

Dear Ms. Myers,
Enclosed are the analylical results for samples received by the laboratory on Wednesday, April 03, 2013.

The ALS Environmental laboratory in Middletown, Pennsylvania is a National Environmental Laboratory
Accreditation Program (NELAP) accredited laboratory and as such, certifies that all applicable test results meet the
requirements of NELAR.

Analyses were performed according to our laboratory's NELAP-approved quality assurance program and any
applicable state requirements. The test results meet requirements of the current NELAP standards or state
requirements, where applicable. For a specific list of accredited analytes, refer to the certifications section of the
ALS website at www.alsglobal com/en/Qur-Services/Life-Sciences/Envionmental/Downloads.

This laboratory repert may not be reproduced, exceptin full, without the written approval of ALS Environmental.
ALS York: 978 Loucks Mill Road, York, PA 17402 717-505-5280
ALS Spring City: 10 Riverside Drive, Spring City, PA 19475 610-0948-4903

This page Is included as part of the Analytical Report and E x - 4 : B I

must be relained as a permanent record thereof, Technical Manager

ALS Environmental Laboratory Locations Across North America
Canada: Buriington - Calgary - Centre of Excellence - Edmonton . Fort MecMurray - Fort 5t John - Grande Prairie » London - dlississapga « Richmond Hill - Saskateon - Thunder Bay
Vancouver Waterdoo - Winnipeg - Yellowknife United States: Cincinnati - Everett - Fort Colling - Holland - Houston - Middletewn - Salt Lake Lty - Spring City + Yosk Meies: Monterrey

Report 1D: 1019848 - 411942013 Page 10of 5
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ALS) Enuvircnmental

34 Dogwood Lane » Middletown, PA 17057 » Phone: 717-944-55471 w Fax: 717-944-1430 & wiww.alsqivbal.com

NBLAP Certifications: NJPAD10 , NY 11759 , PA22.203 DoD BAP AJ(A 0818.01
Sate Certifications: CT PH-0224 , DEID 11, GA 914, MA PAOT02 ,MD 128 , LA 04162 , VA 421, WY EPA Region 8 , WV 343

PRELIMIMARY RESULTS
Warkorder: 1019840 Unitech Blades
Lab 1D 1019840001 Date Collected: 4/2/2013 00:00 Matrix:  Drinking Water

Sampleil:  Blades Test Well Date Received: 4/¥201308:10

oneor heeddon

YOLATILE ORGAMICS

1,2-Dibromo-3- ND ug/l. 0.020 EPAS04.1 4615 JLH  481300:12 WLH G
chicropropane

1,2-Dbromoethane ND ugll 0.020 EPAS04.1 4815  JLH 48130012 JLH G
Surrogate Recoveries Results  Flag Units Limits Method FPrepared 8y Analyzed By Cnir
1-§:hiorou2mFluombenzme 94.2 % 70-130 EPA504.1 4615 JH 481130012 JH G
s

SEMIVOLATLES

Atachlor ND ug/ll .19 EPA525 2 410/13 JSH 41532343 CG8 Al
Afrazine ND ugl 0.19 EPAS525.2 41813 JSH 415132348 CGS A1l
gamma-BHC ND uglL 0.095 EPA 5252 41013 JSH 41451323348 CGBS Al
Benzo(a)pyrene ND ugl. 0.095 EPAS25.2 41013 JSH 415132349 CGS Al
Endrin NDQ ugl 0.19 EPAS252 410/13  JSH 415132348 CGS A1
Di{2-Ethylhexybadipate ND uglL 0.47 EPAS25.2 410M3  JSH 415132349 CGS Al
bis(2-Ethylhexy )phthatate ND ug/l. 0.95 EPA 5252 410113 JSH 415132349 oS Al
Heptachlor ND ug/L 0.005 EPA5252 410113 JSH 415132349 CGS Al
Heptachior Epoxide ND ug'L 0.005 EPA5252 &10M3  JSH 41151132349 CGS Al
Hexachlorobenzene ND uglL 0.085 EPAS25.2 JH0M3  JSH 41513 2348 CGS A1
Hexachiorocyclopentadiene  ND uglL 0.19 EPA 5252 410113 USH 4115132349 CGS A%
Methoxyehlor MO uglL 0.19 EPAB252 41100113 JSH 445132349 OGBS Al
Simazine ND ugll 0.13 EPAS525.2 410113 JSH 415132348 CGS At
Surrogafe Recoveries Resulfs  Flag Linfts Limds Method Frepared By Anafyzed By Cntr
IS_1,3Dimellyl-2 160 % 76-130 EPAS25.2 41013 JSH 4115132348 CGS A1
Nitrobenzene {S}

15_Perylened12 (5} 10 % 70-130 EPAS525.2 41013 JSH 415132349 CG5 Al
IS_Triphenylphosphate {8) 114 % 70.130 EPAGDE 2 41013 JSH 415132349 CGS Al
Pyrene.d10 {8) 984 % 70-130 EPAS252 411013 J4SH 41151132349 CGS A1
PESTICIDES

Chiordane ND ugll 0.49 EPA 505 412113 EGO 4121131905 EGO E
Polychiorinated Biphanyfs ND ug/L 0.40 EPA 505 1213 EGO 4M1211319:05 EGO E
Toxaphens ND ug/L 20 EPA 505 #1213 EGD 4121131805 EGC E
Aroclor-1016 ND uglL 0.49 EPA 505 412113 EGO 41121131905 EGO E
Asoclor-1221 ND uglL 0.49 EPAS05 41213 EGO 4124131905 EGO E
Araclor-1232 ND ug't. .48 EPA 505 4112413 EGD 4121131905 EGO E
Asaclor- 1242 ND ugl 0.49 EPA 505 4213 EGO 412131905 EGO E
Aroclor-1248 ND ug'll 0.49 EPA 505 412113 EGO 4121131905 EGO E
Aroclor-1254 ND uglL 0.49 EPA 505 41213 ECO 4121131905 EGO E
Arocior-1260 ND uglL 0.49 EPA 505 4112113 EGD 412131905 EGO E

ALS Environmental Laboratory Locations Across Morth America
Canada: Burlington « Calgary - Centre of Excelience - Edmonton - Fort McMurray - Fort St. John » Grande Praliie - London - Mississauga « Richmond Hill » Saskatoon - Thader Bay
Vancouver Watarloo - Winnlpeg . Yellowknife United States Oncinnay - Everett - Fort Collins - Holland - Houston - Middieeown - Salt Lake City - Spring City - York Madoe: Monterrey

Report 10: 1016840 - 4192013 Page 20of &
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ALS) Envirconmental

34 Dogwoad Lane » Middictown, PA 37057 = Phone: 717-944:5541 u fax: 717-944-1430 & wwwalsglobal.com

NELAP Certifications: NJPAQ10 , NY 11759, PA22.203 DoD HLAP AZLA 0818.01
Stale Certifications: CT PH-0224 | DEID 11, GA 914, MAPAQT02 , MD 128 , LA 04162 , VA 421, WY FPA Region 8 , WV 343

PRELIMINARY RESULTS
Workorder: 1010840 Unitech Blades
Lab 1D: 1019840001 Date Cdllected: 4/2/201300:00 Matrix: Drinking Water
SampleiDx  Blades Test Weil Date Received: 4/%2013 09:10

Sumrogate Recoveres Results  Fiag Unils Limds Method Fropared By Anglyzed By Cnfr
Tetrachioro-m-xylene (5) 136 1 % 70-130 EPA 505 412113 EGO 412131905 EGO E

HERBICIDES
24D ND ugll 10 EPAS515.3 41913 JEK  410H302:2¢ HH 1
Dalapon ND ugt, 40 EPAS153 4913 JEK 410130221 JH
Dicamba . ND ug/l 1.0 EPAS153 4913 JEK 410M30221 JH I
Dinossb ND ugl 10 EPAS153 41913 JEK 410M3 0221 JH #f
Diquat ND uglL 2.0 EPAB40.2 4813 KMR 412431718 CGS Ki
Endothalt ND ug/lL 20.0 EPA548.1 413 JSH 4913200118 CGS N
Glyphosate ND ol 250 EPA 54T 4132240 CGS L
Pentachiorophenat ND ug/lL 0.18 EPA515.3 419113 JEK 4M0M3022 JLH 1
Picloram ND ugll 20 EPAS153 4903 JEK 4101130221 JAH N
2457P ND ug/lL 0.50 EPA5153 41813 JEK 4M0M302:29 JH U
Surrogate Recoveries Resulls  Fag Uniig Liméts Method Fropared By Analyzed By Cntr
a@rﬁiéylorophenylaceﬁc a7 % 704430 EPAS153 41913 JEK 41030221 JiH 0
aci

CARBAMATES
Carbofuran ND ug/L 10 EPAS531.1 4101130158 Ccos ©
Oxamyl ND ug'l 14 EPAS31.1 410130759 Cce8 C

Sample Comments:

Ex. 4 CBI

Technical Manager

ALS Environmental Laboratory Locations Across North America
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ALS) Enuvironmeantal

34 Dogwond Lane » Middietown, PA 17057 e Phone: T17-944-5541 = Fax: 717-944-1430 = www.alsglobab.com

NELAP Certifications: NJPAD10 , NY 11759 , PA22.293 DoD BAP A2LA 0818.01
Sate Certifications: CT PH-0224 , DEID 11, GA 314, MAPAD102 , MD 128, LA 04162 , VA 421, WY EPA Region 8, Wv 343

ANALYTICAL RESULTS QUALIFIERSFLAGS

Workorder: 1019840 Unitech Blades
PARAMETER QUALIFIERS\FLAGS

{1 The surrogate Telrachloro-m-xylena for method EPA 505 was oufside of confrol imils. The % Recavery was reported as
136 and the conirol limits were 70 to 130. This result was reported at a dilution of 1.

ALS Environmental Laboratory Locations Across North America
Canada: Burlington - Calgary + Centre of Eucelterice - Edmonton . Fort McMurray - Fort St jobn - Grande Prairic - Loadon » Mississauga - Richmond Hill - Saskartoon - Thunder Bay
Vancouver Waterloo - Wianipeg - Yellowknife United States: Oncianat - Bverert - Fort Colfing - Holtand - Houstor - Middietown - Salt Lake City - Spring City » York Mexico: Monterrey

Report {D: 1018840 - 4/19/2013 Page 4 of 5

ED_005024_00000238-00018



ALS) Enuironmentatl

34 Dogwood Lane = Middielown, PA 17057 & Phone: 717-944-3541 & Fax: 717-944-1430 » www.alsglobal.com

NELAP Certifications: NJPAO1O , NY 11758  PA 22.293 DoD BAR AZLA 0818.01

S‘a!eCertlflt‘.&tions CT PH-0224 , DEID 11 GAQM MAF’A0102 MD 128, LA 04182 , VA 421, WY EPA Region 8, WV 343

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Workorder, 1019840 Unitech Biades

1019840001
1019840001
1019840001
10183400014
1040840001 -
1019240001
1049840001

1019840001

éladés Test Well
Blades Test Well
Blades Test Well
Blades 'lb?t Well
Blades Tast Well
Blades Test Well
Blades Tost Well

Blades Tast Well

EPAS49.2
EPAS48.1
EPAS25.2
EPASD4.
EPAS15.3

EPA 505

SVGG30419
SVGG30418
SVGQI30449
SVGECA0413
SYGC/30436

SVGTI30476

EPA 311

EPA 547

EPA548.2
EPA 54814
EPAS25.2
EPAS04.1
EPA 515.3

EPAB05

HPLC/3378
HPLC/3381
HPLC/3382
SVMSE/18789
SYMS/18815
SVGG/30414
SVGC/30445

SVGCI30488

ALS Environmental Laboratory Locations Across North America

Canada: Burfington - Calgary + Cantre of Excellence . Edmonton - Fort tchdurray - Fort St john - Grande Praide . London - Mississauga - Richmand Hill - Saskatoon - Thunder Bay
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